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Utility Panel UP-236
100 A, 208/120 V, 3-Phase, 4-Wire

Lighting Panel LP-256
100 A, 208/120 V, 3-Phase, 4-Wire

Telephone Terminal Box #TEL-14E

Scada Communication Terminal Box
#COM-14E
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NOTES:

1. This plan sheet is a record drawing from
Skyway Structures contract. The Contractor
shall verify the existing installation. See

sheet EE-286 from Skyway Structures,
contract No. 04-012024.

2. The installed components shall not be
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limited to the ones listed below, but
shall be a complete installation. For
details, see Bridge Structures Girder
EosTbound typical Details sheets.
installed 50 pair
telephone cable in Telephone
Terminal Box. See sheets E-961,

E-963

- Furnish and install the 15 kV cables
into existing cable tray shown on this
drawing. See sheet E-837.

- Furnish and install the TOS fiber optic
cables into existing cable tray shown
on this drawing. See sheet E-983.

ground continuity.

See sheets E-839 and E-840.

3. All cable trays, conduits and equlpmen+
shown on this erW|ng are existing. Bold
ones adre to be used for pulling cable.
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